
Kitchen door to dining area and

dining room door hardware were

replaced with single motion knobs

SCU dining door to corridor hard-

ware was replaced with single

motion knob.
1/19/16

1/18/16

C153 a, b,c

           DRSmith Administrator 1/19/16



C164

a. Beauty shop ceiling repaired

and repainted
1/19/16

b. Room 34 ceiling repaired and 1/18/16

repainted

c. Door Stile filled with wood fill 12/18/15



and replaced latch door reinforcer 12/18/15

d. Med Room door surface sanded,

filled with wood fill and stained 12/15/15

e. Med Room door surface filled

with wood fill and stained 12/15/15

f. Smoke porch ceiling repaired and

replaced old screws with new screws

to re-attach 12/21/15

g. Insurance Claim in process - **

ceiling pipes repaired/replaced and 2/1/16

all painting and fixtures to be repaired

and replaced by 2/1/2016

h. HVAC grilles have been dusted 12/14/15

and cleaned

C168

1.

a.SCU patio tiles re-attached with

marine adhesive (will also re-grout

when temps rise above 50 degrees)

1/15/16

2.

a.PPE Closet - Oxygen tanks

restrained in storage rack 12/10/16

(Medi-Home Care delivered new

racks)



3.

a. Remove obstacle and cleared

path 12/9/15

4.

a. Lifted ice machine with 3 inch

salt treated 4x4 to provide

clearance acceptable to code 1/12/16



C174

1.

a. Room #4 - Replaced nightstand 12/9/15

b. Room 28 - replaced chair on 12/9/15

but resident requested it to be

removed as it "blocks his way"

c. Community Shower broken

chair was removed and replaced 12/9/15



C175

1.

a.All resident bathrooms will have

new individual towel hooks
1/30/16

C184

1.

a. Central corridor will re-post

evacuation plan - picture frame to

be replaced

1/22/16



C189

1.

a/b. Due to damage to system from 1/6/16

leak and panel malfunction, Sentry

Security had to repair and replace

access control power supply/relay

which controls the release of the

magnetic locks.

Staff were aware and check all rooms

and fire exits during each shift.

All repairs were completed January

6th and confirmation letter received

January 8th. Letter attached.



2.

a. SCU cross corridor doors were

repaired by lifting
1/13/16

Mag locks (see above)

b. Cross corridor doors tightened 1/13/16

3.

a. Kitchen electrical room pipe

sleeve wtih data cabling sealed

with fire-rated caulk sealant

1/13/16




